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~2lst December, 1959,

J.C, WHIGHT,

Clelands (successors) ILimited, Yard No,
equipment, during installation and testing,
The power units Consist of the followingse

60 cyecles for lighting and small povwer,

out utiafncborlly:-

voltage control, and insulation resistance,

4 - 136 K.V, Alternator sets tested at full load for
governing, voltage control, parallel operation and
insulation resistance,

to be in order, Insulation resistance test taken,

efficiently installed and considered suitable for a vessel

classed with this Sooioty.
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S0 RVEYOR 70 Aznynm RIGISTER,

/ rt{ﬁcate is issued upon the terms of the Rules and Regulations of the Society, which provide that:—
hile the Committees of the Society use their
d, 1t 18 to be understgod that neither the S

904492 - 0014997 - olos

This is to Certify that

the undersigned Surveyor to this Society did at the request of

the Owners attend on board the Drilling I%g "Iriton" (Messrs,
245 ) on the 29th Septemb
1969 and subsequently for the purpose of inspecting the electric

45 K.W. Alternator set tested at full load for governing,

A8 fear as now seen the equipment was found to be sound and
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1 = 46 K.v, dlesel driven Alternator Set, 440 Volts - 3 phase

All eauxiliasry motors 8een under working conditions and found

ciety are ) A~
t oclety nor any Member of any of its Committees is under any circumsta es| \
Y Inaceuracy in any report or certificate issied by the Society or its.Su OIS, OF in any
f th , or for any error of judgment, default ot negligence of an Qfx ;
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4 - 156 K.W, diesel driven Alternator Sets, 440 Volts « 3 phase
% eycles for operation of winches, end other deeclk maehinery.j

The equipment was instelled in accordance with approved xilana,
and on completion of érection the following tests were carried



